






















































































































steel plate, which rested on a concrete abutment. A plywood gusset 

plate with holes drilled to match those in the sensor mounting plate 

was used to mount the tilt sensors. As shown in Fig. 19, the mounting 

plate and plywood plate were placed on opposite beam faces and connected 

with studs. This created a clamping action that held the vertical 

mounting plate in the proper position. 

For Beam Test 1, a single tilt sensor was mounted near the hinge 

supported end of the beam. Since the beam acted primarily as a rigid 

body member, a single sensor was all that was used to determine the 

rotation of the member. The DCDT gauge was used to measure the member's 

actual deflection from which member rotation was calculated. In addition, 

the deflections at interior points were calculated by proportion based 

on the DCDT measurement. 

The beam tests utilized the same test layout and equipment that 

were used in the column tests for the surveying and photogrammetry 

techniques. The tests were designed to cause the tilt sensor to be 

rotated through a maximum angular range of approximately 40 arc minutes. 

To do this, the member end at the jack was lowered below the horizontal 

plane defined by the member center line. In so doing, the tilt sensor 

reading was near the extreme value of the sensor, which is -20 arc 

minutes. At this point the member position was observed. The member 

was then systematically rotated through angular increments of approxi­

mately 5 arc minutes by raising the member end with the hydraulic jack. 

Tilt sensor and DCDT readings were taken at all eight intermediate 

member positions. As in the column tests, only selected intermediate 

55 



V> 
G-

~---+---0 

4 1/2" 

T- -tt---t--<':-

4 1/2" ______ .....,. __________ ...., __ 

t 10 0 

~ 

VERTICAL 
MOUNTING 
PLATE 

TlL T SENSOR 

3/8" 0 THREADED 
ROD 

4x4 ?"' 
TIMBER/ 
BEAM 

Fig. 19. Details and dimensions of the vertical mounting plate attachment 
to the beam member. 

1/2" PLYWOOD 
GUSSET PLATE 



readings were taken by the surveying technique because of the excessive 

time required to observe and interpret the data. 

Additional deflection data were collected during Beam Test 2 for 

ease of comparing data obtained from the different measurement tech­

niques. Dial gauges were placed at locations Dl and D3 shown in Fig. 18. 

These locations correspond to tilt sensor and survey target locations, 

respectively. These locations were in addition to the instrumentation 

that was in place for Beam Test 1. 

Beam Test 3 was conducted to study both the capabilities of the 

tilt sensing system and their sensitivity for out-of-plane movement. 

With the realization that the sensors could not be positioned so that 

they were able to monitor rotation in exact vertical planes practically 

(at least not within the high range of precision we were hoping to 

achieve), the tests were performed and comparisons made of each sensor 

reading. 

Before performing Beam Test 3, the timber member was planed to 

ensure no unwanted warpage existed. In addition, an improved detail 

was utilized at the hinge support to eliminate any possible out-of­

plane movement of the member. Figure 20 illustrates the test layout. 

The same procedure used in Beam Tests 1 and 2 for rotating the member 

through a wide angular range was employed. Neither the surveying or 

photogrammetry techniques were used during Beam Test 3. 

4.3. Beam Test 4 

The instrumentat'ion used in Beam Test 4 is shown in Fig. 21, and 

the test layout is illustrated in Fig. 22. Beam Test 4 used the MTS 

57 



>
rj

 
I-

'· 
O

Q
 

N
 

0 
.....

 
.....

 
N

 

<O
 

.....
. .....
 

°' 

>-
l 

ro "' ..., "' 
-4

 
~
 

r -4
 

ro ..., " "" 
(
/)

 ,,, :z
 

'"" 0 '"' 
(
/)

 

0 ::
0

 
"' 

08
 

ro &
 

>-
l 

0 
ro {!

) ..., w
 

0 ~
 

>
 

r "' > c "' ,,, 
08

 



\.,n 

"' 

i=-
) / 

'_(21 L---o ~~o 

........... 

60" 
,......... TILT SENSOR 

' 0 

~ CQ W6x25 

0 0 

NOTE: MOUNTING DETAIL AS 
SHOWN IN FIGURE 15 

Fig. 21. Test setup for Beam Test 4. 

I I 
MTS 
MACHINE 

.......... 

- ROLLER 
SUPPORT 



( J-1 

Fig. 22. Test layout for Beam Test 4. 

60 



fatigue testing machine to apply displacements to the simply supported 

member end at selected rates of displacement. The tilt sensors were 

attached at the hinge-supported end of a W 6 x 25 steel section. The 

sensors were connected to the member using the same procedure as Be·am 

Tests 1, 2, and 3 and are shown in Fig. 19. The roller-supported end 

of the member was supported on the load-displacement cylinder of the 

MTS machine. The displacements and rates of displacement were controlled 

and monitored by the computerized control console of the machine. 

Two objectives of this test were (1) to determine the sensor's 

ability to respond to nonstatic displacements and (2) to determine the 

sensor's accuracy and reliability to static displacement. Two tests 

were conducted: one test representing a relatively large angular motion 

and the other a relatively small angular motion. The test procedure 

involved the application of a selected displacement and displacement 

rate. After a one-second interval, which corresponds to the recording 

rate of the recorder, the sensor reading was taken manually from the 

console readout display. At the end of each displacement, the sensor 

was allowed to settle down completely, and a static reading was taken. 

The procedure was followed for each of the displacement rates considered. 
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5. TEST RESULTS AND ANALYSIS 

Experimental results of tests performed will be presented in this 

section. Member deformations, either measured or calculated by the 

various techniques investigated, will be compared, and a determination 

will be made as to their accuracy. 

5.1. Member Deformation Measurements and Calculation 

Member deformation for both the column and beam tests were obtained 

by using various techniques that included dial gauges, DCDT, strain 

gauges, tilt sensors, survey instruments, and analytical photogrammetry 

equipment. A summary of how measurements were made and/or calculated 

is given below for the various techniques. 

Dial Gauges and DCDT 

Column deflection observed with the dial gauges and DCDT served 

to indicate the true position of the members. Dial gauges were read 

by hand, and the DCDT was read directly from a computerized DAS. 

Strain Gauges. 

Integration techniques were used to calculate column deflections 

from the strain gauge data. To do this, strain gauges were placed at 

known distances from the column center line, and columns were assumed 

to be fixed at the base. 

Tilt Sensors 

Tilt sensor data were reduced by using direct integration of 

measured rotations to calculate member deflection. 

63 



Analytical. Photogrammetry 

Data were obtained using various stereometric cameras. The reduc­

tion of the data involved determining the coordinates of the targets 

by analytical photogrammetric techniques using the photocoordinates 

obtained by observing the photographs with a stereocomparator. Dis­

placements were computed in three, mutually perpendicular directions. 

Surveying 

Displacements were calculated for the three mutually perpendicular 

directions used in the analytical photogrammetry technique. A baseline 

was established from which coordinates for targets on the members could 

be set by measuring the angles from the baseline to the established 

reference points. The angular measurements were made by theodolites. 

5.2. Column Tests 1 and 2 

Data from Column Tests 1 and 2 consisted of measured deflections, 

strains, and rotations at various locations along the column length. 

Four load increments were applied in sequence to the column to cause 

member deformation. These increments will be referred to as Load Cases 

Cl, C2, C3, and C4. Figure 23 indicates the monitoring positions. 

Positions Dl, D3, DS, and D7 correspond to tilt sensor, strain gauge, 

and dial gauge locations. Because of unavoidable obstructions in the 

laboratory, location DI was not monitored by either the photogrammetry 

or surveying techniques. Targeted locations D2, D4, and D6 were used 

for use by the cameras and theodolites. 
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Tables 2 through 5 summarize data from the column tests and indi­

cate comparisons of accuracy between the various techniques. As shown 

in Tables 3 and 5, camera and theodolite data were excluded. Because 

of the extensive amount of time required to make measurements and inter­

pret the data, the number of observations by these methods was limited. 

Observations by these methods were obtained for Load Cases C2 and C4 

and one given in Tables 2 and 4. Also note that some interpolation of 

gauge and sensor data was necessary in order to make comparisons at all 

deformation locations. 

As seen in all four tables, correlation between assumed actual 

deflections (as obtained from dial gauge data) and the other techniques 

was quite good. In general, the correlation between strain gauge and 

tilt sensor data relative to the dial gauge data is better than corre­

lations between surveying and photogrammetry relative to the dial gauges. 

For Column Test 1, as shown in Table 2, very consistent results were 

obtained with the strain gauges and tilt sensors at all monitoring 

locations. The exception to this was the strain gauge data obtained 

for Load Cases C2 and C4 at location D7 where a relatively large discrep­

ency occurred. The apparent cause of the error was unexpected twisting 

at the top of the column, most likely because of some small load eccen­

tricity caused by the fabrication of the frame. This is shown by the 

differences in the strain readings at location D7 on either side of 

the neutral axis. This twisting would cause the frame to move out of 

plane, which may not have been recorded by the tilt sensor or dial 

gauges. A similar result was found in Column Test 2 as shown in Table 4. 

The same discussions above for Table 2 also apply in general to results 

in Table 4. 
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Table 2. Comparison of measured and calculated deflections for load cases C2 and C4 of Column Test 1. 

Strain Gauge 0 = 0 = 0 = 0 = 
Location of Load C120 P32 Dial Tilt Surveying C120 P32 - Tilt Sensor -

Displacement Case Surveying Camera Camera Left Right Gauge Sensor Dial Gauge Dial Gauge Dial Gauge Dial Gauge 

DI C2 0.010 0.009 0.008 0.010 0.002 
D2 C2 0.067 0.023 0.021 0.023 0.023 0.044 0.000 
D3 C2 0.019 0.034 0.032 0.032 0.034 -0.013 0.002 
D4 C2 0.042 0.033 0.053 0.049 0.053 0.051 -o .011 -0.020 -0.002 
D5 C2 0.058 0.094 0.070 0.069 0.073 0.072 -0.015 0.021 -0.001 
D6 C2 0.088 0.154 0.095 0.095 0.099 o. 102 -0.011 0.055 0.003 
D7 C2 0. 116 0.209 0.123 0.164 0.120 0.123 -0.004 0.089 0.003 

DI C4 0.019 0.017 0.016 0.019 0.003 
D2 C4 0.017 0.045 0.039 0.045 0.045 -0.028 0.000 

& 
D3 C4 0.061 0.059 0.064 0.062 0.062 0.067 -0.001 -0.003 0.005 

~ D4 C4 0.093 0.105 0.099 0.095 0.103 0.100 -0.010 0.002 -0.003 
D5 C4 0.135 0.138 0.134 0.134 0.141 0.141 -0.006 -0.003 0.000 
D6 C4 0.189 0.174 0.184 0.184 0.191 0. 199 -0.002 -0.017 0.008 
D7 C4 0.240 0.230 0.319 0.232 0.247 0.008 0.015 

= 

* a = 0.0069 0.0124 0.0406 0.0046 
x 

* Standard error of differences. 
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Table 3. Comparison of measured and calculated deflections for load cases Cl and C3 of Column 
Test 1. 

Strain Gauge 
Location of Load Cl20 P32 Dial Tilt 6 = Tilt Sensor -
Displacement Case Surveying Camera Camera Left Right Gauge Sensor Dial Gauge 

Dl Cl - - - 0.005 0.004 0.004 0.005 0.001 
D3 Cl - - - 0.017 0.016 0.015 0.017 0.002 
D5 Cl - - - 0.034 0.036 0.036 0.037 0.001 
D7 Cl - - - 0.059 0.085 0.060 0.061 0.001 

Dl C3 - - - 0.015 0.013 0.012 0.014 0.002 
D3 C3 - - - 0.050 0.047 0.048 0.051 0.002 
D5 C3 - - - 0.105 0.104 0.110 0.108 -0.002 
D7 C3 - - - 0.184 0.244 0.180 0.187 0.007 

;'::: 
(J = 0.0025 

x 

* Standard error of differences. 



Table 4. Comparison of measured and calculated deflections for load cases C2 and C4 of Column Test 2. 

Strain Gauge 
Location of Load Zeiss Dial Tilt 6 = Zeiss - 6 = Tilt Sensor - 6 = Surveying 
Displacement Case Surveying Camera Left Right Gauge Sensor Dial Gauge Dial Gauge Dial Gauge 

Dl C2 0.010 0.009 0.009 0.009 0.000 
D2 C2 0.023 0.021 0.023 0.022 -0.001 
D3 C2 0.042 0.034 0.033 0.032 0.034 0.002 0.010 
D4 C2 0.056 0.052 0.050 0.053 0.051 -0.002 0.003 
DS C2 0.071 0.070 0.069 0.073 0 .072 -0.001 -0.002 
D6 C2 0.097 0.097 0.095 0.098 0.102 0.004 -0.001 
07 C2 0.122 0. 118 0. 164 0.119 0.122 0.003 0.003 

Dl C4 0.019 0.017 0.016 0.019 0.003 
"' D2 C4 0.050 0.044 0.039 0.044 0.044 0.006 0.000 "' D3 C4 0.078 0.052 0.064 0.062 0.061 0.066 -0.009 0.005 0.017 

D4 C4 0.092 0.086 o.098 o.095 0.101 0.099 -0.015 -0.002 -0.009 
DS C4 0.154 o.157 0.133 0.130 0.139 0.139 0.018 0.000 0.015 
D6 C4 0.207 o.243 0.183 0.179 0.187 0.196 0.056 0.009 0.020 
D7 C4 0.257 o.245 0.223 0.313 0.227 0.242 0.018 0.015 0.030 

* a ; 0.0258 0.0047 0.0119 
x 

·!< 
Standard error of differences. 
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Table 5. Comparison of measured and calculated deflections for load cases Cl and C3 of Column 
Test 2. 

Strain Gauge 
Location of Load Cl20 P32 Dial Tilt 6 = Tilt Sensor -
Displacement Case Surveying Camera Camera Left Right Gauge Sensor Dial Gauge 

DI Cl - - - 0.005 0.005 0.004 0.005 0.001 
D3 Cl - - - 0.017 0.017 0.016 0.017 0.002 
D5 Cl - - - 0.036 0.035 0.037 0.037 0.001 
D7 Cl - - - 0.062 0. 085 0.062 0.061 0.001 

Dl C3 - - - 0.015 0.013 0.013 0.014 0.002 
D3 C3 - - - 0.049 0.047 0.046 0.050 0.003 
D5 C3 - - - 0.102 0.099 0.107 0.106 -0.002 
D7 C3 - - - 0.171 0.240 0.174 0.181 0.007 

... ~ 
(J = 0.0025 

x 

* Standard error of differences. 



The tilt. sensor dala comparisons wiLh the dial gauge data are 

very good, but as shown in Tables 2 and 4, the comparisons become worse 

as the column displacements increase. The trend is apparent when the 

deflection differences from location DI to location D7 are observed for 

each load case. The locations nearer the bottom of the column (e.g., 

location Dl) show a better comparison than at points near the top of the 

column (e.g., location D7). As previously mentioned, the tilt sensors 

have a linear range (or are accurate) to within ±5% of the measured angle. 

Since the smaller column deflections correspond to smaller angular read­

ings for the test column, the range of error allowed because of the ±5% 

linearity range is less than for larger deflections. It is therefore 

noted that as the measured angle increases, the accuracy of the tilt 

sensor may decrease for use in measurement of deflections. In all 

cases, the results obtained by the tilt sensors fell within the toler-

ance of the sensors. 

Deflections obtained by surveying techniques indicated good agree­

ment with dial gauge data on occasion, but the agreement was noL cor1-

sistent. There was no discernible pattern to the errors found; some 

observations were higher than the actual deflections and others were 

lower. 

The photogrammetry data followed essentially the same pattern as 

it did for the surveying method: A scattering of observed deflections 

fell at random points in relation to the dial gauge data. Some obser­

vations compared very well with actual column deflections, while others 

were in error approximately ±10%. 
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In addition to showing comparison of deflections for various methods, 

Tables 2 and 4 also show the computed standard error of differences 

used for evaluating the accuracies of the various methods. The 

standard error of difference, ax' is computed by the equation 

where 

a2 = 
x n -

6. = the difference of the ith term 
1 

6 = the mean of the differences 

n = the number of differences 

(9) 

By computing the standard error of difference in this way, any first 

order systematic error is eliminated by computing the accuracies between 

the ti;·10 methods being compared. 

As shown in Tables 2 and 4, standard error of differences were 

computed for the various methods relative to results obtained by the 

dial gauges. The accuracy of the tilt sensor method was approximately 

0.005 inches. The accuracy of the photogrammetry method varied from 

approximately 0.01 to 0.04 inches depending on the camera used, with 

the Cl20 camera giving the best results and the P32 camera the worst. 

One possible problem with accuracy of the P32 camera may have been im-

proper lighting arrangements: a glare that made it difficult to aim ac-

curately. The surveying accuracy varied from approximately 0.007 inches 

to 0.02 inches. 
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By performing essentially the same tests at a one-week interval, 

a check of the repeatability of the individual measurement methods was 

possible. The additional test (Column Test 1) also provided additional 

data for determining relative accuracies of the methods. Since results 

from both tests were similar, it may be concluded that the repeatability 

of the methods is good. 

5.3. Interim Test 

As previously mentioned, after the completion of Column Test 1 

the load from increment C4 was maintained on the column for a one-week 

period prior to performing Column Test 2. The primary purpose was to 

check the stability of the tilt sensor and strain gauges. In addition, 

this test was used to determine the repeatability performance of the 

surveying and photogrammetry techniques, which would be highly dependent 

upon relocating the same control points as used in Column Test 1. 

During the one-week period the tilt sensors and gauges were con­

tinuously monitored. The strip chart recorder was used to monitor the 

tilt sensor, and in addition periodic readings were taken on the console 

display. Table 6 shows observed differences between readings taken 

daily at the end of Column Test 1 and prior to Column Test 2. 

As shown, a significant drift occurred in the strain gauge readings 

at all locations, while the dial gauge and tilt sensor readings were 

quite stable. The electrical drift of the strain gauges occurred even 

though the usual problem of "zeroing" the gauge readings was eliminated 

by keeping the strain indicator box constantly connected during the 

interim test period. 
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Table 6. Differences in daily readings for the interim test period 
between Column Tests I and 2. 

Calculated Calculated Deflections 
Deflections from the Strain Gauge 

Time After Dial Gauge from the (in.) 
Column Test I Deflections Tilt Sensor 

(Days) (in.) (in.) Left Right 

Location DI 

I 0.000 +0.0001 -0.015 +0.006 
2 0.000 +0.0001 +O. 013 •0.029 
3 0.000 +0.0001 -0.029 -0.018 
4 0.000 +0.0001 +0.013 -0.017 
5 0.000 0.0000 +O. 011 -0.012 
6 0.000 0.0000 +0.006 -0.003 

Location 

I +0.001 0.0000 +0.038 0.000 
2 0.000 -0.0001 -0.041 +0.053 
3 0.000 -0.0001 -0.008 +0.054 
4 0.000 +0.0001 +0.025 +0.058 
5 +0.001 +0.0001 +0.032 +0.053 
6 +0.001 +0.0001 +0.054 +0.053 

Location D5 

1 -0.001 +0.0001 -0.051 0.000 
2 0.000 -0.0001 +O. 168 +0.050 
3 0.000 -0.0001 +0. 140 +0.052 
4 -0.001 +0.0001 +0. 138 +0.055 
5 -0.001 0.0000 +o .144 +0.057 
6 -0.001 +0.0001 +O. 124 +0.062 

Location D7 

1 0.000 +0.0001 +0.028 -0.280 
2 +0.001 -0.0002 +0.049 -0.064 
3 +0.001 -0.0004 +0.050 -0. 165 
4 -0.001 +0.0001 +0.056 -0.210 
5 -0.001 -0.0001 +0.038 -0.245 
6 0.000 -0.0001 +0.045 -0.291 
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The changes in the X, Y, and 2 coordinates (the X coordinate cor-

responds to in-plane column movement) from the surveying and photo-

grammetry techniques are shown in Table 7. Standard error of differ-

ences are computed in each coordinate direction and indicate that with 

the surveying method, repeatability may be obtained with an accuracy 

of CT , CT , and CT of 0.039 inches, 0.197 inches, and 0.039 inches, x y z 

respectively. The large error denoted by CT is most likely due to a 
y 

centering error of the theodolite. For the photogrammetry method using 

the Zeiss camera, the accuracy of repeatability was marked by values 

of 0. 15 7 inches, 0. 079 inches, and 0. 079 inches for CTx, CT , and CT , y z 

respectively. The large error in o is most likely due to a pointing 
x 

error caused by using an engraved marking on the tilt sensor. The 

markings were not well defined and caused some difficulty in making 

photographic measurements. 

Although it is not shown in the Table 7, standard error of differ-

ences were computed for the other two cameras (P32 and Cl20) relative 

to the surveying method. The results for CT , CT , and CT were 0.354 inches, 
x y z 

0.079 inches, and 0.079 inches, respectively, for the P32 camera and 

0.394 inches, 0.472 inches, and 0.079 inches, respectively, for the C120 

camera. Thus it appears that a large format camera with a long focal 

length, namely Zeiss, gives better accuracy in the X and Y directions. 

Thus, for practical application, the Zeiss camera is desirable. 

5.4. Beam Tests 1 and 2 

Data from Beam Tests 1 and 2 consisted of measured deflections 

and rotations at various locations along the beam. Eight displacement 
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Table 7. Interim test data for photogrammetry and surveying collected 
between Column Tests 1 and 2. 

---------------------------·----·-----

Difference in Coordinates 

Coordinate 

x 
y 

z 

x 
y 
z 

x 
y 
z 

x 
y 
z 

Surveying 
(in.) 

Location Dl 

0.000 
-0. 15 7 
0.039 

Location D3 

0.000 
-0. 15 7 
0.039 

Location D5 

0.000 
-0. 15 7 
0.039 

Location D7 

-0.039 
-0. 15 7 
0.000 

·;';; 
(J = 0.039 

x 

(J = 0. 197 
y 

(J = 0.039 z 

;, Standard error of differences. 
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Photogrammetry 
(in. ) 

0.039 
0. 15 7 

-0.079 

0.079 
0. 15 7 

-0.079 

0. 118 
0.000 

-0.039 

0.079 
0.039 

-0.118 

,., 
(J = 0. 15 7 

x 

(J = 0.079 
y 

(J = 0.079 
z 



increments, identified as Load Cases Bl through BS, were applied at 

the beam end to create a rigid body rotation. The monitoring locations 

are shown in Fig. 24. Positions DJ and D6 correspond to tilt sensor 

and DCDT locations, respectively. Additionally, positions D2, D3, D4, 

and D7 reference the target locations utilized by surveying and photo­

grammetry equipment. 

In making comparisons of the various measuring techniques, angular 

data from the tilt sensor were reduced to deflections at all monitored 

positions by assuming the member had rigid body rotation. In a similar 

manner, deflections at all positions were calculated based upon the 

DCDT and dial gauge data by a proportion based upon the assumption of 

rigid body rotation. Tables 8 through 11 summarize the results of the 

tests and show a comparison of deflection computed by the various tech­

niques. As in Column Tests J and 2, a limited number of Load Cases 

were considered for the surveying and photogrammetry technique. The 

cases reported in Tables 8 through 11 correspond only to Load Cases B3 

and BS. Photo data are excluded in Tables 8 and 10 because of an experi­

mental error in obtaining the initial data. These tables include deflec­

tions measured and/or calculated at the end of Load Cases B3 and B8. 

Tables 9 and JJ include deflections determined by all the measuring 

techniques and correspond to differences in deflections that result 

from Load Case B3 to Load Case B8. 

The comparisons between surveying, DCDT, and tilt data in Tables 8 

and 10 indicate that the methods yield very consistent results. At 

each location except DJ in Beam Test 2, the surveying results were 

smaller and the tilt sensor results larger than deflections measured 
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Beam Tests 1 and 2. 
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Table 8. Comparison of deflections for load cases B3 and B8 of Beam Test 1. 

Location of Load 
Displacement Case Surveying 

DI B3 0.029 
D2 B3 0.172 
D3 B3 

o;~lot D4 B3 
DS B3 
D6 B3 

Dl B8 0.101 
D2 B8 0.469 
D3 B8 0.596§ 
D4 B8 0.780§ 
D5 B8 0.975§ 
D6 B8 1.176 

*Not included in a calculation. 
t x 
Experimental error. 

Tilt 
DCDT Sensor 

0.047 0.048 
0.194 0.196 
0.245 0.248 
0.318 0.322 
0.394 0.400 
0. 474 0.481 

0.123 0.128 
0.498 0.523 
0.627 0.660 
0.815 0.857 
1.040 1.068 
1.241 1.283 

6 = Surveying -
DCDT 

i• 
-0.018~ 

-o. 022~; 

-~;rs 

-0.022 
-0.029 
-0.031 
-0.035 
-0.065 
-0.065 

(J 'il - 0.0434 x -

!could not be determined because of experimental error at location D3. 
Extrapolated. 

'i!Standard error of differences. 

6 = Tilt Sensor -
DCDT 

0.001 
0.002 
0.003 
0.004 
0.006 
0.007 

0.005 
0.025 
0.033 
0.042 
0.028 
0.042 

0.0162 



Table 9. Comparison of deflections occurring from load cases B3 to B8 for Beam Test 1. 

/j = 6 = Tilt 
Location of Load C120 P32 Tilt Surveying o = Cl20 6 = P32 - Sensor 

Displacement Case Surveying Camera Camera DCDT Sensor DCDT DCDT DCDT DCDT 

Dl B8-B3 0.072 0.05 0.05 0.076 0.080 -0.004 -0.026 -0.026 0.004 

D2 B8-B3 0.297 0.276 0.276 0.304 0.327 -0.007 -0.028 -0.028 0.023 

D3 B8-B3 0.506 0.354 0.354 0.382 0.412 -0.124 -0.028 -0.028 0.030 

D4 B8-B3 0.808* 0.433 0.472 0.497 0.535 -0.311 -0.064 -0.025 0.038 

'" 
D5 B8-B3 1.1301 0.63 0.598 0.646 0.668 -0.484 -0.016 -0.048 0.022 

0 
~ 

a)= 0.2130 0.0184 0.0096 0.0126 

* Extrapolate. 

1Experimental error. 

t 
1Standard error of differences. 



Table 10. Comparison of deflections for load cases B3 and B8 of Beam Test 2. 

Location of Load Tilt 6 = Tilt Sensor - 6 = Surveying -
Displacement Case Surveying DCDT Sensor DCDT DCDT 

Dl B3 0.060 0.060 0.067 0.007 0.000 

D2 B3 0.180 0 .179 0.200 0.021 0.001 

D3 B3 0.225 0.225 0.252 0.027 0.000 

D4 B3 0.290 0.292 0.328 0.036 -0.002 

D5 B3 0.359 0.364 0.408 0.044 -0.005 

co ,_. 
Dl B8 0.226 0.156 0.175 0.019 0.070 

D2 B8 0.459 0.460 0.525 0.065 -0.001 

D3 B8 0.589 0.592 0.662 0.070 -0.003 

D4 B8 0. 777 0.768 0.860 0.092 0.009 

D5 B8 0. 977 0.957 1.071 0.114 0.020 

;';; 

(J = 0.0348 0.0227 
x 

Standard error of differences. 



Table 11. Comparison of deflections occurring from load cases B3 to B8 for Beam Test 2. 

6 = 6 = 6 = Tilt 
Location of Load Zeiss Tilt Surveying - Zeiss - Sensor -
Displacement Case Surveying Camera DCDT Sensor DCDT DCDT DCDT 

Dl B8-B3 0.166 - 0.103 0.108 0.063 - 0.005 

D2 B8-B3 0.279 - 0.305 0.325 -0.026 - 0.020 

D3 B8-B3 0.364 0.354 0.394 0.41 -0.030 -0.040 0.016 

D4 B8-B3 0.487 0.470 0.510 0.532 -0.023 -0.040 0.022 

D5 B8-B3 0.618 0.630 0.635 0.663 -0.017 -0.005 0.028 

"" N 

* a = 0.0392 0.0202 0.0086 
x 

'" Standard error of differences. 



by the DCDTs. The resulting accuracy indicated by the standard error 

of differences, a , for surveying method was approximately 0.02 to 
x 

0.04 inches. Tilt sensor data indicated accuracies from approximately 

0.02 inches to 0.03 inches. 

Comparisons between all the methods used in Beam Tests 1 and 2 

are shown in Tables 9 and 11. These data correspond to differences 

caused by incremental loading from Load Cases B3 to B8. As shown in 

Table 9, the data obtained from the two cameras (Cl20 and P32) and the 

tilt sensor indicate consistent differences relative to the DCDT data; 

whereas, the surveying data are erratic at locations D3, D4, and DS. 

The accuracy of the methods is illustrated by the calculated standard 

error of differences, a , shown in the table. The large difference of 
x 

0.21 for the surveying method was caused by an observation error at 

location D3 using the theodolite. The differences indicate accuracies 

of 0.01 to 0.02 inches for photogrammetry. 

In order to assess the accuracy of the tilt sensors further, the 

angular measurement was compared to an angle calculated from DCDT data 

and is shown in Table 12. Eight load cases and the angle calculated 

from the DCDT data based upon rigid body rotation are shown. In all 

cases the tilt sensor recorded angles greater than those calculated 

for rigid body rotation. However, the discrepency may be accounted 

for by considering that the values are within the ±5% linearity range 

associated with the sensors. Similar results were found for Beam Test 2 

as shown in Table 13. 
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Table 12. Angles measured by the tilt sensor for Beam Test 1 compared 
to angles calculated from DCDT data. 

Measured Angle Calculated Angle Tilt Sensor 
Load Tilt Sensor DCDT Error 
Case (arc minutes) (arc minutes) (percentage) 

Bl 4.91 4.57 +6.9 

B2 9.52 9.58 +0.6 

B3 14.74 14.64 +0.6 

B4 19.66 19.50 +0.8 

BS 24.85 24.29 +2.3 

B6 29.79 28. 96 +2.8 

B7 34. 71 33.39 +3.8 

B8 39.32 37.20 +5.4 
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Table 13. Angles measured by the tilt sensor for Beam Test 2 compared 
to angles calculated from dial gauge data. 

Measured Angle Calculated Angle Tilt Sensor 
Load Tilt Sensor Dial Gauge'" Error 
Case (arc minutes) (arc minutes) (percentage) 

Bl 4. 71 4.51 +4.2 

B2 9.63 9.25 +3.9 

B3 15 .11 14.43 +4.5 

B4 19.60 18.95 +3.3 

BS 25.24 24.58 +2.6 

B6 29.98 29.09 +3.0 

B7 34.70 33.60 +3.2 

BS 39.44 37.88 +4.0 

from dial gauge #1. 
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5.5. Beam Test 3 

Test 3 involved the simultaneous testing of the tilt sensors by 

mounting the sensors at different locations along the horizontal member 

(see Fig. 25). No surveying or photogrammetric data were taken. As 

was the case in Beam Tests 1 and 2, the member end was systematically 

raised through an angular range corresponding to the limits of the 

sensor equipment. The increments of member end displacement are denoted 

as Load Cases 1 through 7. The member end deflections were recorded 

by a dial gauge and based on the assumption of rigid body rotation of 

the member, an angle of rotation was calculated. This angle was com­

pared to the sensor angular readings. 

Table 14 summarizes Beam Test 3 results. Each of the four sensor 

readings were consistently different from each other, with all but 

Tilt Sensor #4 recording angles larger than those calculated from the 

dial gauge readings. In all but a few cases, the difference between 

the tilt sensor and dial gauge readings were within ±5% of the measured 

angle. The problem with these specific cases could be attributed to 

experimental error. In some cases during the test, vibrations in the 

laboratory were apparently detected by the sensors, and these vibrations 

made it difficult to obtain a stable reading. On these occassions, 

the reading would fluctuate approximately 0.05 arc minutes, which is 

great enough to account for the discrepency mentioned above. 

Note that in comparing the tilt sensor readings, two different 

sensors may disagree by as much as 10% of the angular measurement and 

still work properly because of their linearity range. One reading may 
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Fig. 25. Location of instrumentation for Beam Test 3~ 
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Table 14. Angles measured by tilt sensors for Beam Test 3 compared 
to angles calculated from dial gauge data. 

Load 
Case 

1 

2 

3 

4 

5 

6 

7 

T.S. Ill 

5.46 

9.03 

16.85 

22.54 

28.61 

34.45 

38.56 

Measured Angle 
Tilt Sensor 

(arc minutes) 

T. S. 112 T. S. 113 

5.43 5.38 

8.99 8.97 

16.85 16.66 

22.47 21. 98 

28.29 27.72 

33.87 33.18 

37.62 37.01 

88 

T. S. 114 

4.67 

7.92 

14.83 

19.89 

25.14 

30.25 

33.86 

Calculated Angle 
Dial Gauge 

(arc minutes) 

5.04 

8.43 

15. 94 

21.38 

27.06 

32.34 

35.92 



be 5% lower and the other 5% higher relative to the correct angle. 

Considering that the angular range in this test was approximately 40 arc 

minutes, the two sensor readings may differ by as much as 4.0 arc min­

utes. This explains the wide disparity between Tilt Sensors #1 and #4 . 

. 6. Beam Test 4 

Data from Beam Test 4 consist of angles that were measured and 

calculated to determine the sensor's reliability and accuracy due to 

both static and nonstatic loading. Ten different displacement rates 

were applied to the end of the test member to create rigid body rota­

tion to assess the accuracy relative to the nonstatic loading. Two 

limiting end displacements were considered (1/8 in. and 1/2 in.), and 

comparisons were made between the sensor angular measurement and the 

angle calculated from member end displacements based upon rigid body 

rotation. Table 15 summarizes the test results and shows the compari­

sons. Plots of the response data are shown in Fig. 26. 

As the data in the plots indicate, and as was expected in the 

smaller movement cases, the tilt sensor reading was more accurate than 

the large movement case. The sensors have a settling time of 15 seconds, 

and it is apparent that the readings will be closer to the actual 

stabilized values given more time for the full movement to occur. If 

the load rate and the recorder angular value are known, a qualitative 

assessment may be made from these data as to the actual member displace­

ment. Table 15 also shows the measured angle after the tilt sensor is 

stabilized. This angle is compared to the angle calculated for rigid 
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Table 15. Static and dynamic test results for Beam Test 4. 

Maximum displacement 1/8 inch. 

Time of 
Displacement 

(sec.) 

0.5 
5.0 

10.0 
15.0 
18.0 
20.0 
30.0 
40.0 
50.0 
60.0 

Measured Angle 
Tilt Sensor ifl 

After 1 sec. Stabilized 
(arc min.) (arc min.) 

4.2 7.27 
4.9 7.25 
5.3 7.25 
5.8 7 .24 
6.0 7.24 
6.1 7.24 
6.5 7.24 
6.7 7.23 
6.8 7.23 
6.9 7.23 

Calculated Tilt Sensor 
Angle Ill Error 

(arc min.) (percentage) 

7.10 +2.33 
7.10 +2.07 
7.10 +2.07 
7.10 +1. 93 
7.10 +1. 93 
7.10 +1.93 
7.10 +1.93 
7.10 +1.80 
7.10 +1.80 
7.10 +1.80 



Table 15. (Continued). 

Maximum displacement 1/2 inch. 

Measured 
Measured Angle Angle Tilt 
Tilt Sensor #1 Sensor #2 

Time of Calculated Tilt Sensor 
Displacement After 1 sec. Stabilized Stabilized Angle #1 Error 

(sec.) (arc min.) (arc min.) (arc min.) (arc min.) (percentage) 

0.5 18.6 29.27 29.27 28.65 +2.12 
5.0 20.6 29 .14 28.99 28.65 +1.68 

10.0 21.8 29 .11 28.99 28.65 +1.58 
15.0 23.9 29.14 28.95 28.65 +1.68 

"" 
18.0 25. I 29.15 28.95 28.65 +1.72 

~ 20.0 25.1 29.15 28.82 28.65 +1.72 
30.0 26.6 29.10 28.95 28.65 +1.55 
40.0 27.2 29.10 28. 77 28.65 +1.55 
50.0 27. 7 29.22 29 .10 28.65 +l. 95 
60.0 27.9 29.14 28.95 28.65 +1.68 
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body motion using the displacement data obtained from the MTS trans­

ducers. As shown for all cases, the difference in the angular readings 

is quite small and is well within the ±5% range associated with the 

sensors. The data from these tests further illustrate the excellent 

repeatability of the sensors' performance. 

When the tests in this study were being set up, a concern was 

expressed that a possible error might exist in measurement if the tilt 

sensors and the member rotate through different vertical planes. When 

the sensor results were compared for all the beam tests, Beam Test 4 

results were the best. This may be because Beam Test 4 conditions 

were the most favorable for eliminating possible out-of-plane movement. 
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6. SUMMARY AND CONCLUSIONS 

6.1. Summary 

The accurate measurement of long-term moveme.nt is very difficult 

to achieve in the field. Environmental conditions can create problems 

with instrumentation, and maintaining fixed reference points from which 

to make measurements is extremely difficult. Instrumentation and tech­

niques that are used successfully in the laboratory are inadequate in 

many cases for field use. 

Two specific applications have been identified in Iowa where long­

term movement data are needed. One example involves the Mississippi 

River Bridge in Lansing, Iowa. Accidental barge impacts have occurred 

with the main span pier over the past few years, and concern exists as 

to whether any permanent pier misalignment has occurred. In another 

case, the magnitude of stresses induced in an abutment piling of integral 

abutment bridges is the concern. In prior studies sponsored by the 

Iowa DOT, analytical models have been developed to predict pile stress 

behavior that is due to bridge longitudinal movement. Field informa­

tion on actual overall bridge movement is needed in order to validate 

the model. 

The literature study identified a number of methods and types of 

instrumentation for monitoring field movements. Techniques related to 

surveying, dial gauges, strain gauges, tilt sensors, and methods that 

could be classified as mechanical in nature were included in the study. 

These mechanical methods are best described as involving combinations 

of the previously mentioned methods and instruments. An assessment 
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was made of these methods as to their feasibility in making measurements 

for the applications identified earlier. 

The laboratory testing program, which was set up to study the 

applicability of photogrammetry and tilt sensor instrumentation and 

techniques in the field, was effective. Tests were devised to evaluate 

these methods' reliability, accuracy, and ease of use. Tests also deter­

mined shortcomings regarding possible use of the various methods. Ver­

tical column and horizontal beam members served as the test members and 

allowed member curvature and rigid body rotation to be simulated. Lab­

oratory dial gauges and strain gauges provided reference data to verify 

deflection determined by various methods. 

The tilt sensors were found to be very precise and sensitive instru­

ments. They were simple to operate, and their repeatability performance 

was excellent. The entire sensing system has the capability of contin­

uously monitoring, which, along with its excellent stability over time, 

makes it very useful for making long-term measurements. However, an 

important limitation of the system is its inability to monitor direct 

translations. The sensor monitors tilt or angular change and, therefore, 

requires knowledge of the center of rotation or the type of member end 

conditions. Because of the tilt sensors' inherent tolerance in angular 

measurement, which is directly proportional to the measured angle, 

more accurate measurements of deflections are possible if small angles 

are involved. The effect of the structure's out-of-plane movement to 

the in-plane movement as measured by the sensors is minimal and may be 

neglected. The sensors are intended for measurement of static movement 

and will yield inaccurate results if applied in a nonstatic environment. 
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Analytical photogrammetry proved to be a feasible method for making 

accurate measurements provided that a sensitive camera was used. Three 

cameras were used in the study, two of which were stereo cameras. The 

Zeiss stereo camera was shown to be the most accurate. The photographs 

from this camera were of the highest quality and made data reduction 

with a comparator easier to perform. The camera's accuracy for long­

term movement will be greatly dependent upon being able to reestablish 

the camera control point. Also, the method is very dependent upon ac­

curately establishing and maintaining additional control points. The 

type of target used is important to the accuracy attained with this 

method. Background lighting is also an important parameter for making 

accurate measurement·. 

The surveying method provided accuracies similar to the photo­

grammetry method, except for a few cases where human error caused signi­

ficant errors. Many of the problems associated with photogrammetry 

also apply to surveying methods, since gaining and maintaining control 

and using proper targets for accurate sighting are common concerns. 

The method's accuracy may be improved by establishing a larger base­

line for horizontal control. Obtaining data by surveying is much more 

time conswning compared to the photogrammetry method. 

Recommendations for field application procedures have been made 

for the methods considered in this study. It is clear from this study 

that no one method of obtaining long-term movement data would provide 

the best results for every application. The problems associated with 

obtaining movements for a typical integral abutment bridge are obviously 

different than those associated with a major river crossing structure, 
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such as the Mississippi River bridge in Lansing, Iowa. However, using 

the recommended field application procedures, a proposal could be written 

and detailed procedures could be designed to obtain data in the field. 

6.2. Conclusions 

The following conclusions were developed as a result of this study: 

1. Tilt sensors are very stable, precise, and sensitive instruments. 

2. Tilt sensors will provide better accuracy if angular movements 
are small when measuring deflection. 

3. Tilt sensors are unable to monitor nonstatic movement accurately. 

4. Tilt sensors should provide accuracy within approximately 
0.02 inches when measuring deflections, provided that reasonably accur­
ate assumptions are made regarding the member's center of rotation. 

5. Analytical photo gramme try accuracy is related to lighting, 
the type of target, and the ability to gain control of the camera setup 
point and background reference points. 

6. Photogrammetry data indicated that the camera orientation 
changed slightly for each exposure. Care must be taken to restrict 
the camera 1 s orientation. 

7. A large format stereo camera with large focal length provides 
the best accuracy. 

8. Photogrammetry should provide accuracy within 0.02 inches in 
measured deflections. Accuracy attainable in the field will be depen­
dent upon the distance the camera is located from structure. 

9. Since photogrammetry accuracy may be determined within 
0.02 inches when the camera is located approximately 10 meters from 
the member, it is expected that movement may be detected within an 
accuracy of 0.02 inches when the camera is 100 meters from the member. 

10. The most probable error in the surveying method was centering 
the theodolite. This could be improved by using well-defined survey 
stations. 

11. The accuracy of the surveying method was about 0.03 inches. 
This may be improved by using a least squares adjustment method using 
three or more stations, as well as using first order triangulation 
procedures with theodolites that make measurements to an accuracy of 
0.2 seconds of arc. 
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12. The most probable error in the photogrammetry method was due 
to a pointing error on the target. This could be improved by using tar­
gets with better defined reference lines. 
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7. RECOl111ENDED STUDIES 

This study has shown that tilt sensor and analytical photogrammetry 

techniques can be used accurately in the measurement of long-term struc­

tural movements. In view of the results of this study, the following 

is recommended: 

e One or more bridges should be monitored for long-term movement 

utilizing the tilt sensing system and analytical photogrammetry 

methods. Monitoring should occur over a time frame of 1 1/2 

to 2 years. 

• Additional laboratory testing should be performed to determine 

the feasibility of using tilt sensors as displacement trans­

ducers to measure deflections directly for certain applications. 

This recommendation also applies to other possible transducers, 

such as a linear variable displacement transducer (LVDT) or 

any mechanical-type method. 
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10. APPENDIX A: 

RECOMMENDATIONS AND PROCEDURES FOR FIELD 

APPLICATION OF BRIDGE MEASUREMENT 

107 



This section briefly describes the procedures used to make field 

measurements using the instrumentation investigated in this study. The 

recommendations are based on the literature review and the laboratory 

testing. 

It is anticipated that any direct translations of the pier on the 

Lansing Bridge are small. Therefore, the primary cause of deflection 

will come from the pier's rotation because of the barge's impact. While 

the magnitude and direction of the applied force is uncertain as is the 

resulting pier displacement, the pier's movement may be resolved in 

directions parallel and perpendicular to the center line of the bridge. 

It is suggested that the tilt sensor system be used to monitor these 

movements. Proposed instrumentation of the pier is shown in Fig. A.I. 

Two tilt sensor units, one attached on the pier's side face and another 

on the pier's front face, could monitor anticipated pier movements. 

Because of the massive size of the pier, little if any member 

curvature can be assumed to occur. Pier displacement may be probably 

best described as rigid body rotation. Therefore only one tilt sensor 

unit is necessary to monitor pier movement in each direction as sug­

gested. In this case the pier's base is assumed to be stationary with 

rotation occurring about this location. Movement of the pier foundation 

is not considered probable given the relative size of the structnre 

and the assumed foundation support. 

In considering movements of the integral abutment bridges, both 

the abutment's translation and rotation must be considered. Temperature 

effects causing expansion and contraction of the bridge superstructure 

can displace the entire abutment horizontally along the bridge's center 
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line as well as cause abutment rotation. Monitoring abutment rotation 

may be performed using the tilt sensor system, which may involve mount­

ing a single tilt sensor unit at a convenient location on the side 

face of the abutment's diaphragm. Rotation of the abutment is essen­

tially that of a rigid body because of a large width-to-depth ratio of 

the abutment, so again a single tilt sensor unit is sufficient to moni­

tor rotational movement. In order to monitor abutment translation, a 

mechanical device in combination with another tilt sensor unit may be 

used to record abutment motion continuously. Because the tilt sensor 

can only measure the angular rotation of an object, it is necessary to 

convert abutment translation into a rotation. To accomplish this task, 

a fixed reference point must be provided about which a rotation may be 

measured. Once a reference point is established, connections may be 

made tothe tilt sensor unit that is allowed to rotate as translations 

occur. The tilt sensor unit could be mounted on the abutment itself or 

on a simple frame connected to the abutment. Figures A. 2 and A. 3 show 

these two possible setups. Possible problems exist in locating a ref­

erence point near the abutment where the reference point could be sub­

ject to movement by earth pressures from abutment movement. While 

the advantage in using the tilt sensor system (that of making use of a 

gravity reference thereby eliminating the need to maintain some fixed 

reference point) is lost in having to establish another reference loca­

tion, making use of other tilt sensory system components required for 

monitoring of abutment rotation is feasible. 

The use of analytical photogrammetry is recommended for monitoring 

movement of both the integral abutment and the Lansing bridge. Appl.ica-
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tion of the method would require the establishment of a minimum of six 

permanent survey control markers on one side of the bridge. In addition, 

two camera stations would be required on the opposite side of the bridge. 

The control markers will need to be monitored to ensure no unknown 

move~ent occurs. 

The Zeiss stereocameras should be used, and the coordinates of the 

camera stations should be determined by three-dimensional triangulation. 

Distances as large as possible should be maintained between camera 

stations. Coordinates of all other control points should be determined 

by using first-order triangulation, trilateration, and precise leveling. 

The collected data should be processed by an analytical dynamic 

calibration mode, which would give the X, Y, and Z coordinates of the 

points that are monitored on the pier together with their standard errors. 

Using periodic measurement it will be possible to determine their three­

dimensional displacements and their statistical confidence level. 
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11. APPENDIX B: 

DISCUSSION OF EXPECTED ACCURACY FOR MEASUREMENT 

METHODS USED IN COLUMN AND BEAM TESTS 
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This section briefly describes the accuracy that could be expected 

for the tests conducted in this study. Discussion follows for the 

various methods considered. 

11.1. Tilt Sensing System 

Using Eq. (2) in the text of this report, it may be stated that 

the deflection fil( is related to the measured angle 8 by the relation-

ship 

ez 
2 

If the error in the measured angle e is approximately 0.01 arc minutes 

(0.000003 radians) and Z = 10 ft, the error is the calculated deflec-

tion, 6(Lll(), is given by 

ez 6(Lll() = 
2 

= 10/2 x 12 in. x 0.000003 radians 

= 0.0002 in. 

(Bl) 

For this specific case, the resulting sensor resolution would be less 

than the desired accuracy of 0.001 in. 

11.2. Analytical Photogrammetry 

This discussion relies on equations and figures from Section 3. 

Referring to Figs. 8 and 9, the accuracy of the ground coordinates, X 

and Y, or a point, P, depends on the accuracy of the photo coordinates. 
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If k = $ = w = X = Y : Z = 0 (thereby implying that no error exists 
0 0 0 

in camera nodal points resulting in a perfect camera setup), we have 

from Eqs. (3) and (4) 

therefore, 

x = x 
f z 

6X = Z 6x 
f 

or X z = f x 

(B2) 

Assuming that the measurement of the photo coordinate is performed 

with a comparator having an accuracy of 0.005 mm, the error in the 

X-ground coordinate, oX, for a focal length of f = 60 mm and a distance 

from the object P to the camera of Z = 6 m is 

6X z (0.005) = f 
6 (0.005) = 60 

= 0.0005 m 

= 0.02 in. 

Thus, the accuracy obtained by analytical photogrammetry of the X and 

Y coordinates is about 0.0005 m. This is less than the desired accuracy 

of approximately 1 mm or 0.039 in. 

The accuracy of the Z coordinate can also be determined from 

Eg. (B2), although it is not of great interest since this coordinate 

refers to out-of-plane movement. 

= w = 0 for photo #1, then 

As before, if X = Y = Z = k = $ 
0 0 0 
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x = ix z 

and if X = B (the distance between the lenses on the stereo cameras), 
0 

Y = Z = k = ~ = w = 0 for photo #2, then 
0 0 

x' = ~ (X - B) 

Taking the difference between x and x', we obtain 

x - x' = i B z or Z = x - x 

Calling p = x - x', Eq. (B3) can be written as 

fB z = p 

Then the error in the Z coordinate, 6Z, is given by 

Selecting Z = 6 m, f = 60 mm, and B = 2 m, we obtain 

p = 20 mm 

I .,., 2 
and if dp = 'I/ dx + dx2 = O.OOS m, then from Eq. (BS) 

6Z = fB d 2 p 
p 

= 60 x 2 (O.OOS) 0. OOlS m = 400 
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For B = 1 m, we obtain 

oz = ~~ x (0.005) = 0.003 m 

Thus the obtainable accuracy in the Z coordinate is about 1 mm to 3 mm 

depending on the distance B, which is a stereo camera variable. By 

substituting Eq. (B4) into Eq. (BS), we obtain 

z2 
62 = fB dp (B6) 

Note that the accuracy in the Z direction increases with increasing Z 

and decreases with increasing f. 

11.3. Surveying 

As mentioned in the description of the test setup in Section 4, 

the baseline for calculations by this method was measured as 5 m. 

Also, the angles were measured with instruments with least counts of 

±1 second (0.000005 radians) and distance measurements were made with 

an instrument with a least count of ±0.001 m. It may be concluded that 

since the distances AC and BC are approximately 6 m (see Fig. 10), the 

accuracy of distances AC and BC is likewise correct to within ±0.001 m. 

The accuracy of the X coordinate of the object P, based upon the loca-

tion defined by the coordinates (X
1

, Y
1

, z
1
), is given by 

ox = ox1 = AC(cosa)oa + (sina)o(AC) (B7) 

If a= 60° (as in the tests conducted in this study, a 1 = a 2 = 60°) and 

the other actual test values are considered .for the parameters in Eq. (B7) 
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i.e.> oa = 0.000005 radians 

AC = ~ 6 m 

o(AC) = 0.001 units 

we obtain 

oX = 0.0005 m (assuming oX1 = O) 

Thus for a and B approximately equal to 60°, the errors in the X and Y 

coordinates is less than a desired value of 1 mm or 0.039 in. 

For the tests performed in this study, the vertical angle, 8, is 

less than 30°, and hence the error in the Z coordinate (because of 

instrumental error) is also less than 1 mm. However, the vertical 

angle is affected by refraction. The maximum error due to refraction 

is known to be about 20 seconds (0.0001 radians). The error in the 

Z coordinate, oz, is given by 

2 oZ = AC sec 8 de 

- AC de (BS) 

for AC - 6 m and de = 0.0001 radians, we obtain 

oz = 0.0006 m 

This is also less than the desired maximum of 1 mm. In conclusion, 

the error in the measured coordinates X, Y, Z are less than 1 mm 

(0.039 in.) for the given test conditions. 

The baseline for making surveying measurements was not parallel 

to the axes in which the member deflections were taken (see Fig. B.1). 

The relation that was used to correct this misalignment was 
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SURVEYING ORIENTATION 

x 
DIAL GAUGE ORIENTATION 

x' 

Fig. B.l. Axes' orientation for surveying calculations 
and movement's orientation as measured by 
dial gauges. 
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b.X' = b.X cosa - ~y sina (B9) 

where 

b.X, ~y = survey coordinate deflections 

b.X' =deflection along dial gauge axes, X 

a = angle between surveying and dial gauge axes 
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